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LABEL ALL NEW AND MODIFIED WIRE AND CABLE IN THE
FOLLOWING MANNER:
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<ZONE NUMBER—WIRE SERIAL NUMBER>

THE WIRE SERIAL NUMBER SHALL BE A UNIQUE NUMBER BY ZONE.
A LETTER SUFFIX MAY BE ADDED IF REQUIRED.
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